
FDEP Automated Data Evaluation 

Oak Hammock Disposal Facility

This is an automated data review produced by the FDEP Validator software.  This report does not supercede FDEP 

rules or standards and may not contain all violations of FDEP rules and standards.  This report should be reviewed by 

a qualified staff member.

Human Review Statement:

Sample ID: WMatrix:

SW-3Monitoring Site:

J0700496-001 Well Type: CO - Compliance

February 1, 2007Sample Date:

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Surfacewater, Fresh - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.2 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

Acrylonitrile Surfacewater, Fresh - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.2 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Mercury Surfacewater, Fresh - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.14

0.012 ug/LCriterion:Comment:

Detection Limit: 0.14 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Evaluation Type:

Measured concentrations may not be representative of conditions at sample 

collection.

The sample was analyzed after the holding time had expired.

Parameter Name   Rslt   Qual  Units  

Phosphorus, Total 5.7 days.Analysis performed outside 

holding time by:

MG/L0.056

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

SW-4Monitoring Site:

J0700496-002 Well Type: BG - Background

February 1, 2007Sample Date:

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Surfacewater, Fresh - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.2 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

Acrylonitrile Surfacewater, Fresh - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.2 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Mercury Surfacewater, Fresh - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.14

0.012 ug/LCriterion:Comment:

Detection Limit: 0.14 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Evaluation Type:

Measured concentrations may not be representative of conditions at sample 

collection.

The sample was analyzed after the holding time had expired.

Parameter Name   Rslt   Qual  Units  

Phosphorus, Total 5.8 days.Analysis performed outside 

holding time by:

MG/L0.063

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-13AMonitoring Site:

J0700557-001 Well Type: DE - Detection

February 5, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Arsenic Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L19

10 ug/LCriterion:Comment:

Exceeds by factor of: 1.90

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L16000

300 ug/LCriterion:Comment:

Exceeds by factor of: 53.33

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-13BMonitoring Site:

J0700557-002 Well Type: DE - Detection

February 5, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L780

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.60

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-13CMonitoring Site:

J0700557-003 Well Type: DE - Detection

February 5, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L530

300 ug/LCriterion:Comment:

Exceeds by factor of: 1.77

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp

Page 5 of 50



Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-12AMonitoring Site:

J0700557-004 Well Type: DE - Detection

February 5, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L370

300 ug/LCriterion:Comment:

Exceeds by factor of: 1.23

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-12BMonitoring Site:

J0700557-005 Well Type: DE - Detection

February 5, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L800

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.67

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1000

300 ug/LCriterion:Comment:

Exceeds by factor of: 3.33

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-12CMonitoring Site:

J0700557-006 Well Type: DE - Detection

February 5, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L640

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.13

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-11AMonitoring Site:

J0700557-007 Well Type: DE - Detection

February 5, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

AMMONIA-N Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:MG/L6.1

2.8 mg/LCriterion:Comment:

Exceeds by factor of: 2.18

Arsenic Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L20

10 ug/LCriterion:Comment:

Exceeds by factor of: 2.00

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L20000

300 ug/LCriterion:Comment:

Exceeds by factor of: 66.67

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-11BMonitoring Site:

J0700557-008 Well Type: DE - Detection

February 5, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L710

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.37

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-11CMonitoring Site:

J0700557-009 Well Type: DE - Detection

February 5, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L560

300 ug/LCriterion:Comment:

Exceeds by factor of: 1.87

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-10CMonitoring Site:

J0700557-010 Well Type: DE - Detection

February 5, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L760

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.53

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-10AMonitoring Site:

J0700599-001 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

AMMONIA-N Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:MG/L6.4

2.8 mg/LCriterion:Comment:

Exceeds by factor of: 2.29

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L2000

300 ug/LCriterion:Comment:

Exceeds by factor of: 6.67

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-10BMonitoring Site:

J0700599-002 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L660

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.20

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

AMMONIA-N JQA/QC QualifierMG/LJ0.12

Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-9AMonitoring Site:

J0700599-003 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

AMMONIA-N Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:MG/L9.8

2.8 mg/LCriterion:Comment:

Exceeds by factor of: 3.50

Benzene Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L3.9

1 ug/LCriterion:Comment:

Exceeds by factor of: 3.90

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1400

300 ug/LCriterion:Comment:

Exceeds by factor of: 4.67

Vinyl Chloride Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L3

1 ug/LCriterion:Comment:

Exceeds by factor of: 3.00

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp

Page 16 of 50



Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-9BMonitoring Site:

J0700599-004 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L840

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.80

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-9CMonitoring Site:

J0700599-005 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L690

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.30

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-8AMonitoring Site:

J0700599-006 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L2600

300 ug/LCriterion:Comment:

Exceeds by factor of: 8.67

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-8BMonitoring Site:

J0700599-007 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L910

300 ug/LCriterion:Comment:

Exceeds by factor of: 3.03

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L690

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.30

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-8CMonitoring Site:

J0700599-008 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L850

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.83

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

DUP-1Monitoring Site:

J0700599-009 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L670

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.23

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-7AMonitoring Site:

J0700599-011 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L2300

300 ug/LCriterion:Comment:

Exceeds by factor of: 7.67

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-7BMonitoring Site:

J0700599-012 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1300

300 ug/LCriterion:Comment:

Exceeds by factor of: 4.33

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-7CMonitoring Site:

J0700599-013 Well Type: DE - Detection

February 6, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L770

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.57

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LJU0.85

Estimated value; value not accurate. 0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

1,2-Dibromo-3-chloropropane (DBCP) JQA/QC QualifierUG/LJU0.85

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate.Qual meaning:Comment:

trans-1,4-Dichloro-2-butene JQA/QC QualifierUG/LJU3.2

Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-6AMonitoring Site:

J0700613-001 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L2700

300 ug/LCriterion:Comment:

Exceeds by factor of: 9.00

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-6BMonitoring Site:

J0700613-002 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1300

300 ug/LCriterion:Comment:

Exceeds by factor of: 4.33

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-6CMonitoring Site:

J0700613-003 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L700

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.33

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-5AMonitoring Site:

J0700613-004 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

AMMONIA-N Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:MG/L6.5

2.8 mg/LCriterion:Comment:

Exceeds by factor of: 2.32

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1000

300 ug/LCriterion:Comment:

Exceeds by factor of: 3.33

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-5BMonitoring Site:

J0700613-005 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L410

300 ug/LCriterion:Comment:

Exceeds by factor of: 1.37

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-5CMonitoring Site:

J0700613-006 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1100

300 ug/LCriterion:Comment:

Exceeds by factor of: 3.67

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-4AMonitoring Site:

J0700613-007 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

AMMONIA-N Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:MG/L4.3

2.8 mg/LCriterion:Comment:

Exceeds by factor of: 1.54

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L2100

300 ug/LCriterion:Comment:

Exceeds by factor of: 7.00

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-4BMonitoring Site:

J0700613-008 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L840

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.80

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-4CMonitoring Site:

J0700613-009 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L780

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.60

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-3AMonitoring Site:

J0700613-010 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L3600

300 ug/LCriterion:Comment:

Exceeds by factor of: 12.00

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-3BMonitoring Site:

J0700613-011 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L910

300 ug/LCriterion:Comment:

Exceeds by factor of: 3.03

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-3CMonitoring Site:

J0700613-012 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1200

300 ug/LCriterion:Comment:

Exceeds by factor of: 4.00

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

DUP-2Monitoring Site:

J0700613-014 Well Type: BG - Background

February 7, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L3800

300 ug/LCriterion:Comment:

Exceeds by factor of: 12.67

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-1AMonitoring Site:

J0700635-001 Well Type: BG - Background

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1600

300 ug/LCriterion:Comment:

Exceeds by factor of: 5.33

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-1BMonitoring Site:

J0700635-002 Well Type: BG - Background

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L340

300 ug/LCriterion:Comment:

Exceeds by factor of: 1.13

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-1CMonitoring Site:

J0700635-003 Well Type: BG - Background

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L420

300 ug/LCriterion:Comment:

Exceeds by factor of: 1.40

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-2AMonitoring Site:

J0700635-004 Well Type: BG - Background

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L13000

300 ug/LCriterion:Comment:

Exceeds by factor of: 43.33

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-2BMonitoring Site:

J0700635-005 Well Type: BG - Background

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L790

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.63

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-2CMonitoring Site:

J0700635-006 Well Type: BG - Background

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L980

300 ug/LCriterion:Comment:

Exceeds by factor of: 3.27

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-14AMonitoring Site:

J0700635-007 Well Type: DE - Detection

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1600

300 ug/LCriterion:Comment:

Exceeds by factor of: 5.33

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1400

300 ug/LCriterion:Comment:

Exceeds by factor of: 4.67

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-14BMonitoring Site:

J0700635-008 Well Type: DE - Detection

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L650

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.17

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-14CMonitoring Site:

J0700635-009 Well Type: DE - Detection

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L770

300 ug/LCriterion:Comment:

Exceeds by factor of: 2.57

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-15AMonitoring Site:

J0700635-010 Well Type: DE - Detection

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L1200

300 ug/LCriterion:Comment:

Exceeds by factor of: 4.00

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-15BMonitoring Site:

J0700635-011 Well Type: DE - Detection

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L380

300 ug/LCriterion:Comment:

Exceeds by factor of: 1.27

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp
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Oak Hammock Disposal Facility

FDEP Automated Data Evaluation 

This is an automated data review.  Please see the Human Review Statement on page 1 of this report.

Sample ID: WMatrix:

MW-15CMonitoring Site:

J0700635-012 Well Type: DE - Detection

February 8, 2007Sample Date:

Evaluation Type:

Investigate - this MAY represent a potential violation

A positive result, above the applied criteria was detected.

Parameter Name   Rslt   Qual  Units  

Iron Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/L550

300 ug/LCriterion:Comment:

Exceeds by factor of: 1.83

Evaluation Type:

Investigate - the detection limit is too high to support the standard.

The detection limit is greater than the applied action level or criteria.

Parameter Name   Rslt   Qual  Units  

1,2,3-Trichloropropane Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.24

0.02 ug/LCriterion:Comment:

Detection Limit: 0.24 UG/L

1,2-Dibromo-3-chloropropane (DBCP) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.85

0.2 ug/LCriterion:Comment:

Detection Limit: 0.85 UG/L

1,2-Dibromoethane (EDB) Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU0.12

0.02 ug/LCriterion:Comment:

Detection Limit: 0.12 UG/L

Acrylonitrile Groundwater - CTLs: 62-777, F.A.C. 

(04/17/2005)

Compliance Check:UG/LU6.7

0.06 ug/LCriterion:Comment:

Detection Limit: 6.7 UG/L

Evaluation Type:

Review qualifier meaning and assess impact on qualified data

QA/QC qualifier has been applied

Parameter Name   Rslt   Qual  Units  

Bromomethane JQA/QC QualifierUG/LJU0.15

Estimated value; value not accurate. Estimated value; value not accurate.Qual meaning:Comment:

Wednesday, July 25, 2007

Report: 3.0.0

Database: 3.7.51 6/24/2005  12:00:00AM

Versions

C:\15.tmp

Page 50 of 50


